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Abstract—Demand response programs help stabilize the electricity grid by providing monetary stimulus to consumers if they regulate
their power consumption following market requirements. Regulation service, a market that requires participants to regulate power by
following a signal updated every few seconds, is particularly beneficial to HPC data centers since data centers are capable of
increasing/decreasing power consumption owing to the flexibility in running workloads and the availability of power control
mechanisms. While prior works have explored how data centers can provide regulation service reserves, Quality-of-Service (QoS)
provisioning for the jobs running at the data centers has not been considered. In this work, we propose an Adaptive policy with QoS
Assurance that enables data centers to participate in regulation service programs with assurance on job QoS. Our policy regulates
data center power through job scheduling and server power capping. QoS assurance is achieved by applying a queueing-theoretic
result to our job scheduling strategy. We evaluate our policy by experiments on a real cluster. Our results demonstrate that the proposed
policy reduces electricity costs by 25-56 percent while providing QoS assurance. On the other hand, the baseline policies cannot meet

QoS constraints in 9 of the 14 workload traces tested.

Index Terms—Data center, HPC, demand response, quality of service, QoS assurance

1 INTRODUCTION

ATA centers' are playing an irreplaceable role of offer-
Ding a substantial amount of computing services to soci-
ety. IT companies, financial companies, and research
institutes all rely on the computing power provided by
innumerable data centers around the world. However, data
centers are large power consumers. In 2014, all data centers
in the US consumed 70 billion kWh, close to 2 percent of US
electricity usage [1]. In 2019, the top-1 supercomputer in the
world, the Summit system, consumed a peak power of 10
MW [2], equivalent to $24,000 of energy cost per day. As the
trend of building large data centers is expected to continue,
suppressing the increasing energy cost of data centers is a
key challenge and vital to sustain their growth [1].

Participation in demand response programs is a profit-
able and environmentally beneficial answer to this chal-
lenge, and in this paper, we focus on regulation service,
which is a specific type of demand response program [3]. In
regulation service programs, a power consumer is asked to

1. In this work, we define data centers broadly, including both enter-
prise and high-performance computing (HPC) data centers.
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regulate its power by following a target signal broadcast by
a grid operator. The power consumer determines the aver-
age power value and the range of the power according to
their own regulation capability, but the exact value of the
power target is not known in advance and changes every
few seconds. Participants of regulation service programs
benefit from significant electricity cost reduction as long as
they track the target within a small error margin [3].

Data centers are good candidates to provide regulation
service reserves because many data centers are capable of
quickly regulating their power usage within a large range
through job scheduling and server power management. Pre-
vious works have demonstrated in simulation that partici-
pation in demand response could reduce the energy cost of
data centers by 50 percent [4], [5]. However, those works do
not provide assurance on meeting the quality-of-
service (QoS)* constraints of jobs running in data centers,
which could discourage many potential participants as QoS
is one of their top concerns.

To solve the problem of providing QoS guarantees in
demand response, in this work, we propose an Adaptive
QoS-Assurance (AQA) policy that enables data centers to
participate in demand response with QoS assurance of jobs.
This policy stems from the generalized processor
sharing (GPS) algorithm [6], where guarantees on delay
have been proven using queueing theory [7], [8]. To track
the power target, our policy schedules different types of

2.In this work, QoS refers to timely execution of computing jobs
submitted to data centers. In other words, QoS requirement places a
constraint on the delay of executing each job.
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jobs according to their properties (e.g., job size, execution
time, QoS constraints, etc.) and adjusts the power caps of
servers. Our policy also selects the optimal bidding parame-
ters to participate in regulation service reserves markets.
The main contributions of our work are as follows:

e We propose a policy that enables data centers to par-
ticipate in demand response programs with theoreti-
cally-proven guarantees on job QoS.

e We evaluate our policy by experimenting with a
broad range of workload traces on a real cluster com-
posed of enterprise-level servers.

In comparison with our recent work [9] that presents a
preliminary version of our AQA policy, this paper has the
following improvements: (1) Instead of considering only
single-node jobs, our proposed policy now allows parallel
applications that run on multiple nodes.? (2) The AQA pol-
icy adaptively optimizes the bidding parameters and the
weight parameters used by the policy, in contrast to estimat-
ing the optimal parameters based on a single simulation. (3)
Compared to our earlier experiments on a 12-server cluster,
this work includes real-system experiments on a 36-server
cluster with a broad set of workload settings.

Using both simulation and real-system experiments, we
demonstrate that our AQA policy outperforms two baseline
policies [4], [5] in terms of cost reduction and QoS assur-
ance. We show that our policy is robust to different work-
load profiles, and we demonstrate that our policy reduces
the electricity cost by 25-56 percent while providing QoS
guarantees.

In the following, we first provide some background on
demand response and regulation service in Section 2. Then,
we describe our AQA in detail in Section 3. We elaborate
our experimental methodology in Section 4 and results are
presented in Section 5.

2 BACKGROUND ON DEMAND RESPONSE AND
REGULATION SERVICE

Due to the rapidly growing trend of incorporating renew-
able energy sources in the power grid [10], [11], ensuring
the stability of the power grid becomes increasingly impor-
tant as renewable supplies such as solar and wind are
highly volatile and intermittent [12]. Various demand
response programs have been developed to help stabilize
the power grid by motivating the demand side of the grid
to adjust power consumption in response to power supply.
Peak shaving [13], dynamic energy pricing [14], and emer-
gency load reduction [15], [16] are programs of this kind. In
addition, there are demand response programs that allow
the demand side to provide capacity reserves, where power
consumers are required to regulate their power consump-
tion to track a dynamic power target based on the amount
of reserve that they intend to offer. By providing a larger
amount of reserves, consumers receive a larger cost reduc-
tion as a reward.

There are mainly three types of capacity reserves,
ordered from more to less valuable as follows: (1) frequency

3.In the following, we use the two words, “node” and “server”,
interchangeably.
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Fig. 1. The power target derived from a 1-hour ISO signal y(¢) and the
power consumption of a data center that follows the target well. P is the
average power consumption of this hour and R is the amount of reserve
provided by the data center.

control requires power consumers to counter frequency
deviations by modulating their consumption at near-real-
time; (2) regulation service asks consumers to react to a power
target broadcast by independent system operators (ISOs)
every few seconds; (3) operating reserves are offered in a
slower pace where a power target maintains its value for up
to a few hours. We target regulation service in this work as
it is a particularly profitable choice for data centers because
data centers are capable of efficiently regulating power in a
few seconds and matching the signal update interval of reg-
ulation service programs.

To participate in regulation service, at the beginning of
every hour, a data center first bids for an average power
consumption P and the reserve amount R according to its
own power regulation capability. Then, within this hour,
the power target is set as

F)ta,rget(t) = P + y(t)R7 (1)

where y € [—1,1] is the signal broadcast by the ISO and is
updated every few seconds. In other words, the power tar-
get Pirger(t) could change within the range of [P — R, P +
R]. Although the value of signal y(¢) is not known in
advance, it generally follows a known distribution. The sig-
nal is required to have a mean as zero, and its change rate is
limited [3]. The power target derived from a 1-hour signal
sample is shown in Fig. 1.

Regulation service participants should make sure their
actual power follows the target closely. In this work, we
express the tracking constraints in a probabilistic form [3]

Proble(t) > 0.3] < 10%, (2)

where €(¢) is the relative tracking error defined as

7 (3)

e(t) =
In other words, power consumption must be near the target
power, within a margin of 30 percent (with respect to R) for
more than 90 percent of time.

At the end of this hour, the electricity bill for the data
center is calculated according to its bidding parameters P,
R and the average tracking error € = E[¢(t)]. This monetary
cost can be estimated by [3]
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Fig. 2. Our data center model and the AQA policy. Jobs are grouped into different job types and each type is processed in a separate queue. Servers
are conceptually (not physically) grouped into an idle-server group and several active-server groups. Servers in the jth active group run the jth-type
jobs. The total number of active servers n(t) is adjusted to track the power target. The Runtime Policy and the Parameter Selection algorithm consti-

tute the AQA policy.
Cost = (II"P —T1"R + I1'Re) x 1h, (4)

where 117, I1%, and II¢ are fixed monetary cost coefficients
determined by the power market.

3 THE ADAPTIVE QOS-ASSURANCE PoLicy

In this section, we first introduce our data center model and
give an overview of our AQA policy. Next, we provide
some background on the GPS algorithm. Then, we explain
how our AQA policy regulates the total power to track the
target by job scheduling and server power capping. At the
end, we explain how our policy adaptively finds the optimal
bidding parameters (P, R) and weight parameters (w;),
when participating in the regulation service markets.

3.1 Data Center and Workload Model

The power consumption of a data center consists of power
from servers, cooling systems, and affiliated components
such as network and storage systems. Because servers have
a large power contribution and are typically more flexible
than other systems, in this work, we focus on the regulation
of server power through job scheduling and server power
capping.

We assume servers are homogeneous: they consume the
same amount of power when running the same job and
they finish the execution of that job in the same amount of
time (when under the same power cap setting). This
assumption is an approximation to real data centers and is a
prerequisite step towards future work considering hard-
ware variations or data centers composed of multiple types
of servers.

We group the computing jobs in a data center workload
into different types according to their power consumption,
processing time, and QoS constraints. We assign separate
queues for different job types, and inside each queue, jobs
are processed in a first-come-first-serve manner. In the fol-
lowing, we denote the number of job-type in a workload by
J. A jth-typejob (j = 1,2,...,J) has processing time 77 and
average power consumption p;. We assume those values
are known in advance from prior measurements. Our
framework allows parallel jobs that simultaneously occupy
multiple nodes to run. We assume no job consolidation, i.e.,

different jobs cannot share the same node, which is typical
in many HPC systems due to efficiency and security consid-
erations. By default, we assume jobs cannot be interrupted
or stopped in the middle of their execution, and the relaxa-
tion of this assumption is discussed in Sections 3.6 and 5.4.

Since we have jobs grouped into different types, we also
group the servers according to the jobs they are running. At
runtime, the servers are dynamically and conceptually par-
titioned into an idle-server group and J separate active-
server groups, as shown in Fig. 2. When a jth-type job is
started on a server, the server switches from the idle-server
group into the jth active-server group, and switches back
after the job finishes.

We define the quality-of-service (QoS) degradation of a
job as the extra time used for processing the job compared
to its minimum processing time 77, , calculated by the for-
mula:

Teo - T] 1
Tmm 5)

min

Q=
Here, minimum processing time 77 is defined as the time
for processing a jth-type job without power caps and with-
out being delayed in the queue. The sojourn time T}, is
defined as the time from a job’s submission to completion,
including the waiting time in the queue T}, and the actual
processing time T},

Tso = Lait + Tproc-

In this paper, we focus on QoS constraints in a probabilistic
form

Prob[@Q’ > Q! <&

thresl —

(j:1’2"")7 (6)

where QJ, . is a given QoS threshold for the jth-type jobs,
and we set 8’ = 10% in Section 4. This formula means that
only a small fraction (¢§’) of jth-type jobs have a QoS degra-

dation exceeding their QoS threshold Q7,,...

3.2 An Overview of Our AQA Policy

To provide QoS guarantees to each type of job, we partition
the active servers to job types following the Generalized
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Processor Sharing (GPS) algorithm [6], according to which,
the number of active servers allocated for each job type is
proportional to a set of non-negative weights, w; (with
Z‘j/: L w; = 1). As we follow the GPS algorithm, a queueing-
theoretic result guarantees that the delay in each queue
meets QoS constraints [7], [8].

When applying our policy at runtime, at the beginning of
every cycle (one cycle is one second in our experiments), the
policy adjusts the total number of servers expected to be
active in order to match the total power consumption with
the target power. Next, the number of servers expected to
be active for each job type is determined following the GPS
algorithm. Then, for each job type, if the number of active
servers in this group needs to increase to meet the expecta-
tion, our policy will activate idle servers to run some
queued jobs of this type if there are any. On the other hand,
if the number of active servers in this group needs to
decrease to meet the expectation, our policy will reduce
these servers’ power cap instead of deactivating them
because we assume no job interruption. These procedures
form the runtime policy in Fig. 2.

The key to guarantee QoS and simultaneously reduce
monetary cost is to select optimal bidding parameters (P,
R) and weight parameters (w;). Although bidding for a
larger average power P is more beneficial to guarantee QoS
because a higher power target (as a result of a larger P)
allows more servers to run, larger P also increases the mon-
etary cost according to Eq. (4). The weight parameters (w;)
need to be well-tuned so that a job type that is harder to
meet its QoS constraint will take a larger weight and conse-
quently, be able to access more servers. Our policy deter-
mines the optimal parameters by running simulations and
applying the gradient descent on a cost function. That cost
function includes both the monetary cost in Eq. (4) and an
additional term penalizing QoS violation. These procedures
are depicted in Fig. 2: parameter selection.

3.3 Generalized Processor Sharing (GPS) Algorithm
GPS is an algorithm originally proposed to provide bal-
anced performance in network scheduling [6]. It assumes
that there are incoming requests® from several separate
queues to be processed by a fixed amount of resources. The
algorithm assigns a fixed non-negative weight w;
(j=1,2,...) for each queue satisfying >, w; =1, and allo-
cates the resources to every queue according to the weights.
In case a certain queue has no waiting requests, its resources
will be allocated to other non-empty queues according to
their weights. If we call the request-processing capability of
the resources the total bandwidth, denoted as B, then the
bandwidth for the jth queue is at least w;B, which means
there exists a lower limit on the processing capability of
each queue.

When extending the GPS algorithm to the scenario where
the total resources B(t) is not fixed but follows a stochastic
process, Paschalidis et al. [7], [8] proved a theorem stating
that the portion of requests that experience large delay
before being processed should decrease exponentially as
m — oo

4. The “requests” here are assumed to be identical in terms of their
processing time.

—mo*

Prob[D’ > m] =aje ", (j=1,2,...,.J). (7

Here, the exponential coefficients ¢ can be derived from the
statistical properties of the requests and the processing
resources.

Since the result in [7], [8] is proven only for a system with
two queues, in order to accommodate a system with more
queues, we follow their derivation and generalize the
results for multiple-queue cases by taking a first-order
assumption where different queues are assumed to be
decoupled (which means that resources for an empty queue
will not be shared by the non-empty queues). From our
derivations in Appendix A, which can be found on the
Computer Society Digital Library at http://doi.ieeecom
putersociety.org/10.1109/TSUSC.2021.3077254, we prove
that the portion of requests with large delay should
decrease exponentially following this formula as m — oo:

0"

Prob[D! >m] =aje ™, (j=1,2,...,J), (©)]

where the coefficients are calculated by

0; = sup

020, Agpg,j(6) <0

—AB(—ij), (9)

and where the function A¢ps () is defined as

AGPS,]'(Q) = AAJ- (9) + AB(*Q’LU]'). (10)
Here, A A and Ap are the log moment-generating functions
for the random variables A;(t), B(t). Variable A;(t) repre-
sents the amount of requests arriving in the jth queue per
unit time at time ¢, and B(t) represents the total processing
capability (bandwidth) at time ¢; “sup” denotes the
supremum of the expression under conditions.

This analytical form of large delay probability in Eq. (8) is
the path towards providing theoretical guarantees on QoS
in this work.

3.4 Job Scheduling and Power Capping in AQA

Our AQA policy adjusts a data center’s power consumption
at runtime to match the power target P, by job schedul-
ing and server power capping strategies, as shown in
Fig. 3a. The parameters used in the following are listed in
Table 1.

In order to provide guarantees on job QoS, we schedule J
different queues of jobs following the GPS algorithm. To
match power target Py, 4.(t) at time ¢, our policy first deter-
mines the total number of active servers n(t). Then, the n(t)
active servers are partitioned for the J queues according to
their weights w; following the GPS algorithm. As a result,
we get the number of active servers for the jth queue (G.e.,
for jth-type jobs), n;. This n; equals to n(t)w; if all queues
are non-empty, and larger if not. Next, from n;, we get the
number of jth-type jobs that should be running as n;/m;
(i.e., n; divided by m;), where m; is the number of servers
required for running each jth-type job.”

5. We call a job as a single-server job if m; = 1, and a multi-server job
or parallel job if m; > 1.
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Fig. 3. The two components of our AQA policy.

If n;/m; is larger than the current number of running jobs
of the jth type, then the difference between n;/m; and the
current number of running jobs of the jth type is the num-
ber of jth-type jobs that should be scheduled to start at this
moment. On the other hand, if n;/m; is smaller than the cur-
rent number of running jobs of the jth type, because we do
not want to terminate jobs before they finish, we reduce
data center power by reducing the server power caps of all
active servers, which is discussed in the following para-
graphs. Whenever reducing the server power caps is not
necessary, our policy always let servers run without power
caps.

From the policy described above, we see that the total
number of active servers n(t) at time ¢ should be determined
by matching the target power with the data center’s power
consumption, i.e.,

J
})target =P+ y(t)R = (N - n(t))pzdle + anpja
=

which is equivalent to
_ P+yt)R - pia N
(ijl wjpj) — Pidle

Here, N is the total number of servers in the data center. p;y.
is the idle server power, and p; (also denoted as p; 4, later)
is the power for running a jth-type job without power cap-
ping. We have also made an approximation n; = n(t)w;.

Our AQA policy applies server power capping only in
situations when the already-running jobs are consuming
more power than the target. When that happens, our policy
reduces the power cap on all the active servers by the same
ratio y € [0,1] to ensure fairness. To be more specific, for a
Jjth-type job whose power consumption is p; e and pjmin
when under the highest/lowest server power cap, we apply
a server power cap that makes the job running at power
Dj.cap defined by the equation

(11)

n(t)

y = DPjcap — Pjmin
Pjmax — Pjmin

TABLE 1
Variables Used in the Problem Formulation
Label | Description
R The reserve amount to participate in regulation service
p The average power to participate in regulation service
N The total number of servers in the data center
Didle The power consumption of a server that is idle
J The number of job types
D; The power consumption of a j*"-type job
Aj The average number of j*"-type jobs submitted to
the data center per second
m; The number of servers (nodes) required to run
each j'"-type job
i The processing time for each j*/-type job
Di The delay of a j*"-type job, i.e., the time from submission
to starting
D}naz | The maximal delay that the majority of jt"-type jobs
should satisfy
I 1 es | A threshold in the QoS constraint for j**-type jobs
57 A probability in the QoS constraint for j-type jobs
5%, A parameter calculated by §7 in Eq. (19)
Aj(t) | The random variable representing the amount of work
submitted to the j*" queue per second
B(t) The random variable representing the total amount of
service provided by the data center per second
y(t) The ISO signal at time ¢, which is always within [—1, 1]
n(t) The number of servers that should be active at time ¢
o An empirically-determined coefficient in quantifying
the probability of large delay, in Eq. (18)
0% A coefficient in the exponent quantifying the probability
of large delay, in Eq. (18)
w; The weights used in the GPS algorithm

The ratio y is determined by matching the target power and
the actual consumption

J
Ptm‘gct — (N - n(t))pidle + Z N5Pj cap-
J=1

3.5 Bidding and Weight Parameter Selection in AQA
Our policy determines the optimal selection of bidding
parameters P, R, and weights w; by solving the following
optimization problem:

min (II”P — ¥R + II°Re) x 1h (12)
P.Rw;

subject to Prob[Q’ > Q{hm] <&, j=1,2,... (13)
J

> wi=1, P,Ruw; >0 (14)

In the following, we first simplify the QoS constraints in
Eq. (13) using the queueing-theoretical result in Section 3.3.
To start with, we combine Egs. (13) and (5), and we get

PI’Ob[Qj Z Q{h,res] S 8j (15)
T +Ti,  —T. ,. ,
PN Prob wait Tzroc min Z Qihres g 8] (16)
min
g PrOb[TijL"ait Z ghresTrjr-lin] S 6] (17)
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Here, Eq. (16) is transformed into Eq. (17) by approximation
since the actual processing time 7,,. is usually close to the

minimum 77, . Combining Eq. (8) with Eq. (17) leads to

min*
; ; —DJ .0 ;
& Prob[D’) > D} 1 =aje " < § (18)
) 1 8
* j o
& 0]. > oy = o ln(aj)' (19)

Converting Egs. (17) into (18) is merely a change of notation
in order to match the notation in Eq. (8).

To further simplify Eq. (19) using Eq. (9), we quantify the
statistical properties of job arrival and power target.
Because different types of jobs have different power con-
sumption and processing times, a job cannot be simply
regarded as a “request” in Section 3.3. Instead, we convert
jobs and servers into the unit of “amount of service”. A jth-
type job, using m; servers to run and with a minimum proc-
essing time of T7., 6 is considered as requiring m;17..
amount of service. As a result, if we assume the job arrival
for this queue follows a Poisson process with parameter A;
(i.e., the average number of jth-type jobs arriving per unit
time), then, the amount of service injected to the jth queue
per unit time, A;(t), follows a Poisson process. The log
moment-generating function for A;(t) is

AA(Q) = /\j(egijf - ].)

' 20)

Similarly, n(t) active servers at time ¢ are considered as
having a processing capability of B(t) = n(t) amount of ser-
vice per unit time. Since the matching of power target with
data center power gives us the relation Eq. (11), the statisti-
cal property of n(t) depends on the property of the signal
y(t). Regulation service programs require the average value
over a long time y to be close to 0. From the ISO signal sam-
ple we have, we empirically determine that the signal y(t)
generally follows a normal distribution, whose standard
deviation is estimated as y, = 0.40. As a consequence, n(t)
follows a normal distribution with an average value

P — pige N

n, = , (21)
(E}]:l ijj) — Pidle
and a standard deviation
ny — yo Rt . ©2)
J
(Z]’:l ijj) — Pidle
Thus, the log moment-generating function of B(t) is
L oo
Ap(6) = n,t9+§n09 . (23)

Egs. (9), (10), (20), and (23) provide us the 9;7 defined in
Eq. (19), and as we have seen, satisfying Eq. (19) provides
the QoS assurance we need.

Although ¢; can be derived from the statistic properties of
job arrival and ISO signal, the coefficient o; can only be esti-
mated empirically. In our previous work [9], we obtained a
fixed estimate of this coefficient by running one experiment
and fitted it with the observed QoS-degradation probability

using Eq. (18). However, because the fixed estimate of «;
using a specific set of parameters (P, R, and w;) could have
errors at other P, R, wj values, in this work, we improve this
procedure by adaptively adjusting the estimation of «; while
optimizing the cost function using gradient descent.

In order to apply the gradient descent optimization, we
make the QoS-assurance constraint (Eq. (13)) as a part of the
cost function (Eq. (12)), and we estimate the cost of tracking
error as C,,,.,. Then, the cost function becomes

C=II"P-T"R)H + Cerror

+ ,32/: SoftPlus (p (Prob[Qj -Ql ] - 5;‘))_ (24)

Here, H represents 1 hour. Function SoftPlus(z) is defined
as In(1 + €*), which is a smooth approximation of the ramp
function max(0,z). Therefore, the QoS-related term in
Eq. (24) is close to zero when the QoS constraint is met, and
positive when violated. Parameters g and p control whether
the QoS constraints are less or more strict. Although larger
B and p result in more strict constraints, they also make the
surface of cost function steeper, and consequently, finding
the optimum becomes harder.

To calculate the derivatives of the tracking error cost, we
need an analytical estimation of the tracking error cost:

Cerror =II‘ReH (25)
H
= HE/ |Rfarget(t) - Pacf,u,al(t)|dt (26)
0
H —
=11 [P+ )R~ Pt 27
0
= Hf [pH - Eautual] (28)
~II°H | P = piaieN = > \m;T;(p; — piac) |- (29)
J

Here, H again represents 1 hour. Eq. (25) is the definition of
tracking error cost, and Eq. (26) is from the definition of the
average tracking error. Eq. (27) removes the absolute sign
because this tracking error term is significant only when P +
y(t)R > Poua(t), and the other case where P+ y(t)R <
Prciuai(t) is precluded by the QoS-related term in Eq. (24)
because a small P already violates QoS significantly. In
Eq. (28), E,ctua represents the actual energy consumption in
that 1 hour, which is estimated in Eq. (29) following our
assumption of job arrivals according to Poisson processes.

Applying Egs. (18), (20), (21), (22), (23), (24), and (29), we
can compute the derivatives of the cost function, 25, 8 JC
to be used in gradient descent optimization. More details on
calculating the derivatives are in Appendix B, available in
the online supplemental material.

Fig. 3b shows the algorithm we apply to perform the
optimization. The algorithm starts with a set of initial values
for parameters P, R, wj, and «j, and runs a one-hour®

6. Simulating a one-hour running time of the 36-node data center
takes less than 5 seconds using our simulator.
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Fig. 4. Our real-system implementation architecture.

simulation. Next, parameter «; is estimated for each jobtype
J by fitting the QoS degradation curve with Eq. (18). Then,
we calculate the cost function with its derivatives, and
update P, R, w; through gradient descent.” These new
parameters are fed into simulation again and we iterate
over the process above. In this optimization approach, the
time complexity of performing the theoretical calculations
is constant irrespective of the data center size, and in our
experiments, the time spent on theoretical calculations is
negligible (less than 1 second). The time for conducting sim-
ulation depends on the data center size. In our experiments,
this optimization approach always finds a solution meeting
all constraints in less than 200 iterations, which takes no
more than a few minutes even for a large data center with
10k nodes.

3.6 Additional Methods to Regulate Power

In the sections above, we have explained how our policy
regulates power consumption to match the target by job
scheduling and server power capping. The flexibility of our
policy allows additional methods to address potential non-
ideal situations. Two typical non-ideal situations include:

Long Execution Time. When jobs with long execution
times are running but the target power decreases sharply,
the data center power may not be able to match the target
because long-running jobs do not finish quickly and server
power capping alone may not be able to reduce a large por-
tion of power. To handle this situation, our policy can fur-
ther apply job preemption, which interrupts the long-running
jobs temporarily, and only resume their execution when tar-
get power matching is achievable. When applying job pre-
emption, our policy prioritizes selecting jobs that are least
possible to violate their QoS constraints, and the number of
jobs preempted are determined by matching the power tar-
get. When the power target increases, resuming preempted
jobs is prioritized before starting new jobs, and jobs closer
to QoS violation are prioritized to resume.

Lack of Jobs. When there are not enough jobs waiting in
the queues but the target power is high, the data center
power may not be able to match the target as servers are
mostly in idle state due to this lack of jobs. To handle this
situation, our policy can work with a queue of standby jobs
and start jobs in this standby-job-queue. The standby-job-
queue can be composed of jobs that have no QoS constraint
or have a relatively loose QoS constraint at the time-scale of

7. Because there is a constraint ), w; = 1 in our optimization prob-
lem, we apply gradient descent with projection.

days. When other queues are empty, our policy starts jobs
from this standby-job-queue, and the number of jobs to start
is determined by matching the estimated total power con-
sumption with the power target.

One real-life example for the standby-job-queue is the
overrun queue in the Cori system at the National Energy
Research Scientific Computing Center (NERSC) [17]. The
overrun queue allows Cori users running out of their
CPU-hour quota to submit jobs to this queue without
monetary costs. Even though the overrun queue is conve-
nient for the users, there is no guarantee on the waiting
time in the overrun queue, and a job there may also be
terminated by the system after running for 4 hours.
Another similar example is the Amazon EC2 Spot Instan-
ces which offer spare computing capacity in the Amazon
cloud at a steep discount [18]. Users can enjoy the low
price of this service at the cost of unexpected interrup-
tions: the cloud service provider may interrupt the service
with a warning two minutes in advance whenever there
are no sufficient spare servers.

4 EXPERIMENTAL METHODOLOGY

We implement our AQA policy and evaluate it using both
simulation and real-system experiments. Fig. 4 shows the
architecture of our implementation. Among all the servers,
we choose one server to be the “master” that receives the ISO
signal, applies our AQA policy, and controls job scheduling
and power capping. The other servers are called “clients”
and they communicate with the master frequently (once per
second in our experiments) to receive a control message and
send their job/power status. We implement the communica-
tion between the master and clients using rabbitmq [19].

A controller process in each client server executes the
power capping of the server. It reads the power consump-
tion from sensors and accordingly sets a cap on the CPU
power to match the control message sent from the master.
In our system, that controller process is a PID controller
with parameters P = 0.4, I =0, D = 0. We determine these
parameters by running benchmark applications under a
changing powercap and selecting the parameters that
shows the quickest response and the best stability.

4.1 System Setup

We use 36 servers from the Boston University Shared Com-
puting Cluster (BU-SCC) that are physically located at the
Massachusetts Green High Performance Computing
Center (MGHPCC). Each server has two Intel Xeon Gold
6132 processors. Each processor has 14 cores, and its ther-
mal design power is 140 W. When conducting experiments
on this cluster, we use one server as the master, and the
other 35 as clients.

We use the Linux perf tool [20] to read the power of CPU
and memory in a server. We also use the IPMI tool [21] to
read an entire server’s power, which includes the power
from CPU, memory, disk, fan, network interface, mother-
board, etc. Because the IPMI reading is a running-average
value of the server power and it has a large granularity of 4
W, we fit a power model based on the perf reading to obtain
the real-time server power and increase the granularity. We
fit the power model by running benchmark applications
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TABLE 2
Applications and Workloads Used in Evaluation

App mj Thin  DPmaz  Tmaz  Pmin - Qithres W1 W2 W3 W4 W5 W6 W7 W8 W9 WI10 W11 WI12 W13 W14
bt.C.16 1 73 339 86 249 25 v v v v v
bt.C.25 1 53 402 70 276 47 v v

mg.D.16 1 84 380 105 266 2.8 v v v v

sp.C.16 1 54 375 62 207 71 v v v v v

ep.D88 4 40 360 53 237 63 v

is.D.32 3 42 249 42 241 56 v v VER v v v
bt.C.36 2 38 343 46 249 31 v o vV v v
bt.D.49 2 551 391 729 250 5.6 v v vl v v v v
ep.D64 3 54 353 70 237 39 v v v

sp.D.1000 4 343 399 381 264 33 v v v v

lubD224 8 8 400 119 250 7.6 v v

ep.D28 1 124 383 175 238 59 v v

cg.C4 1 28 238 28 239 4.0 v v

bt.D.25 1 1022 402 1370 254 3.2 v v v v v

lu.D.28 1 763 429 954 270 5.0 v

mg.D.8 1 141 297 151 258 29 v oV v v o/ v v v
sp.D.16 1 1165 355 1302 270 55 v v v

is.D.4 1 122 204 123 194 73 v v v v
cg.D.16 1 743 326 823 253 73 v VER v

ep.D56 2 64 383 90 238 20 v
ft.D.o4 3 284 321 313 247 3.1 v v

ftD.128 6 165 321 179 242 77 v v

sp.D.196 8 329 370 352 253 3.7 v

lu.C.28 1 29 413 43 255 69 v v

cg.D128 6 231 336 242 246 4.0 v v v

cg.D.32 3 364 281 390 246 55 v v v

ep.D.100 4 36 366 49 238 45 v v v v v
is.D.64 4 27 287 28 228 3.1 v v o v v

luD.112 4 164 405 222 251 41 v v v v
mgD32 2 49 378 58 266 50 v v v v v v v
sp.C.64 3 31 371 32 258 22 v

The meaning of application name is shown by this example: bt . C. 16 means running benchmark bt with input C and with 16 threads. Here, m, is the size
(number of servers used to run). Tpnin, (Tyaz) 15 the minimum (maximum) processing time in seconds and pi,q. (Pmin) is the corresponding power consumption of

a server in Watts.

and collecting the CPU/memory power (P, and Pyen)
from perf and server power (Pyer) from IPMI. We find that
a linear model, Pscrper = @1 LPproc + @2 Pem + @3, is accurate
enough for our purpose, and we empirically determine ¢; =
1.29, ¢ = 1.63, ¢35 = 44.0 W in our experiments.

4.2 Workload Profile

We generate 14 different workload traces using parallel appli-
cations from the NAS Parallel Benchmark (NPB) suite [22].
These benchmarks allow a few different inputs and can be
processed using different number of threads/servers. Because
modifying the input and the number of threads/servers sig-
nificantly changes the processing time and power consump-
tion, in our evaluation, we use the word “application” or “a
type of job” to refer to a benchmark with a specific input and
processed with a specific number of threads on a specific
number of servers. For example, application bt .C.16 means
running benchmark bt with input C and with 16 threads, and
we run it on 1 server, as shown in Table 2.

Table 2 shows the properties of the applications and the
composition of the 14 workload traces: W1~W14. The appli-
cations in each trace are marked in the table. Column m; is
jobsize that represents the number of servers we use to run a
certain application. When running an application, T,
(Thn42) is the minimum (maximum) processing time in sec-
onds and pmer (Pmin) is the correspondin ower

consumption of a server in Watts. We determine the values
of these parameters by running experiments on our 36-server
cluster. Column Qs is the QoS threshold defined in Eq. (6),
whose values are randomly generated within 2 to 7.9.

For each workload trace, the applications in the trace are
selected with some randomness while following a trace-spe-
cific rule summarized in Table 3. In addition, 8 applications
are selected in W1~ W5 and W8~ W13. Cases with less/
more types of applications are explored by W6 and W7. We
also assume a 50 percent data center utilization level for
W1~ W11 and W14. Cases with lower/higher utilization
level are explored by W12 and W13.

We generate a workload trace by generating the job
arrival time of each application to follow a Poisson process
with arrival rate \;. These arrival rates are related to the
data center utilization level n by an approximate equation:

J
§ )\jT}j,min =

J=1

nN.

Assuming each application shares the data center utilization

equally, we can derive the arrival rate for type-j jobs as
nN

Ty’,minJ '

A = (30)
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TABLE 3
Workload Trace Properties
Trace Property Note
W1 Mix Applications cover a wide range of size,
processing time, power, and QoS threshold
W2 Single Only contains single-server applications
W3 LargeSize  Applications of size 4~8 servers
w4 ShortTime Applications with T}, < 120s
W5 LongTime Applications with 122's < T}, < 1022's
We LessType Contains 2 types of applications
A MoreType  Contains 16 types of applications
W8 LowPower  Applications with pmaz < 350 W
W9 HighPower  Applications with ppmaz > 350 W
W10 TightQoS Applications with Q¢pres <5
W11 SlackQoS Applications with Q¢pres > 5
Wi2 Util-25% Average system utilization is 25%
W13 Util-90% Average system utilization is 90%
W14 ExtraTight  Top 3 applications with the smallest Q¢ res

It deserves mentioning that our assumption of Poisson-
distribution job arrival and normal-distribution ISO signal
is only a special application of our policy for the experi-
mental evaluation in this work, and our AQA policy can
also be applied for other distributions of job arrivals and
ISO signal.

For simulation, we build a simulator following the
same architecture as the one shown in Fig. 4. Our simula-
tor models simulated servers whose behaviors are close
to the BU-SCC servers in our real-system experiments.
When a simulated server is idle, we assume it consumes
169 W power, which is the average idle server power in
our real system. When the simulated servers are running
an application, we assume the power they consume and
the time they take to finish the application follow the
power and time values in Table 2. To be specific, when an
application is run with p,,q, (or p,;,) power, it takes
Tonin (0r T)y0,) time to finish. If the power cap of running
an application is set to be a value p.,, within the range of
(Pmin, Pmaz), then we assume the application finishes in 7'
time in simulation. Here, T satisfies

T’ma:r -T
Enar -

_ Pcap — Pmin
71min Pmaz — Pmin

This formula follows a first-order approximation to the
actual power-performance relation.

4.3 Baseline Policies

We compare our AQA policy with two baselines pro-
posed in previous works: the Tracking-only policy [4]
and the EnergyQARE policy [5]. The flow chart in Fig. 5
with or without the pink region corresponds to the Ener-
gyQARE or the Tracking-only policy. Obviously, the
Tracking-only policy focuses entirely on tracking the tar-
get and it ignores job QoS. EnergyQARE has an addi-
tional QoS-aware block (shown in pink) which is
activated whenever the relative QoS degradation, defined
as Q’/Qi,,.., is larger than the relative tracking error,
defined as €¢/0.3. This QoS-aware block tries to schedule
waiting jobs as more as possible and the power target
constraint is ignored temporarily. To select parameters P
and R in EnergyQARE, we do a grid search in the valid
range of P, R by running simulations, and we choose the

of

> State update

hether there is
QoS degradation

Schedule waiting jobs to
No

meet the QoS constraint
]

Yes P_actual > P_target No

Increase power limits on
each server

Decrease power limits on
each server
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If more power available,
onto idle servers.
|

Y

Fig. 5. Simplified flow chart illustrating the two baseline policies. Energy-
QARE [5] or Tracking-only policy [4] corresponds to the chart with or
without the pink region, respectively.

best P, R that minimize QoS degradation and tracking
error. We use the same P, R from EnergyQARE to run the
Tracking-only policy.

5 RESULTS

To conduct real-system experiments, we run each workload
trace and each policy (AQA, Tracking-only, and Energy-
QARE) for one hour on our cluster. We are not applying job
preemption and standby-job-queue in Sections 5.1 and 5.2.
Later in Section 5.3, we present the results of AQA policy
with standby jobs. In Section 5.4, we present the results of
AQA policy with job preemption. Section 5.5 presents com-
parison between different QoS levels, and Section 5.6
presents results for a 10k-node data center. All results pre-
sented in Sections 5.1, 5.2, and 5.3 are from experiments on
our real system. Results in Sections 5.4, 5.5, and 5.6 are from
simulation.

5.1 A 36-Server Real-System Experiment

Fig. 6 shows a typical result for running the AQA policy on
our 36 servers. The workload trace for this experiment is
W4. The green bars show the number of jobs (summed over
all types) submitted to the queues in each time interval. The
red curve represents the target power calculated by Eq. (1)
from the ISO signal. The blue curve represents the total
power consumption of the 35 client servers. We see clearly
that the real power consumption follows closely with the
target power.

The yellow curve shows the total number of jobs waiting
in the queues. Clearly, this waiting job number is negatively
correlated with the target power. At ¢t =400 s and 1400 s,
when the target power drops, the number of active servers
needs to be diminished, and consequently, more jobs are
held in the waiting state. The deep grey stripes at the bottom
of Fig. 6 show the period when a server is running a job, and
the vertical displacement of a stripe denotes the server’s
index number.

In this experiment, the estimated electricity cost for these
servers calculated by Eq. (4) is $0.58 when applying our
AQA policy. On the other hand, the electricity cost for
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Fig. 6. Experiments on a real 36-server cluster running workload W4 using our AQA policy.

applying the Tracking-only or EnergyQARE policy is $0.77
or $0.78, 33 percent higher than AQA (see Appendix C
Fig. 1, available in the online supplemental material, for the
results of the EnergyQARE policy). Fig. 7 compares the
cumulative distribution functions (CDFs) of the tracking-
error violation and the QoS violation® among the three poli-
cies. This proves that our AQA policy provides more cost
reduction than the baselines without violating tracking and
QoS constraints. If not participating in demand response,
the electricity cost can be estimated as [1” P x 1h = $0.84. By
comparing the cost when participating in demand response,
$0.58, with the cost when not participating in demand
response, $0.84, we conclude that AQA policy can reduce
electricity cost by 31 percent while abiding by QoS
constraints.

The optimal P and R for AQA policy with this workload
are 8434 W and 3435 W, which are selected following the
gradient-descent-based method discussed in Section 3.5.
Fig. 8 shows how the weights for the 8 types of application
are adjusted through iterations. Although all weights are
similar at initialization, the weight for application is.D. 64
increases significantly to 31.3 percent at the end, meanwhile
the weights for other applications decrease slightly to save
space for is.D.64 as all weights should sum to 1. The
application is.D.64 needs a much larger weight than
others because of its relatively large size (taking 4 servers),
short processing time (27 s), and relatively strict QoS con-
straint (Qypres=3.1).

This capability of fine-tuning the weights for different
applications by gradient-descent optimization is one of the
key advantages of our AQA policy over the EnergyQARE
policy. In EnergyQARE, all applications are treated simi-
larly in using servers, so the jobs that are easier to violate
their QoS constraint cannot gain higher priority. Our AQA
policy, instead, balances the QoS of all types of applications
by optimizing the cost function in Eq. (24). Through itera-
tions of simulation and gradient-descent optimization, any
application type that suffers from a high QoS violation
probability will be given a higher weight by reducing the

8. Due to space limits, only one type of job’s QoS degradation is
drawn here, and the other 7 types are shown in Appendix C Fig. 2,
available in the online supplemental material.

weights of other applications. If the weights of other appli-
cations are already at critical values and cannot be further
reduced, P will increase and R will decrease to provide
more space in tuning the weights.

5.2 Results From 14 Different Workload Traces
We experiment with the 14 workload traces listed in Table 3,
and our findings are summarized as follows:

e  With workload trace W2, all three policies meet both
the QoS constraints and the tracking constraint.

e  With workload traces W6, W8, W10, and W11, AQA
and EnergyQARE can meet all constraints, whereas
the Tracking-only policy violates QoS constraints.

e With workload trace W1, W3~W5, W7, W9,
W12~W14, only the AQA policy meets all con-
straints (standby jobs needed for W3, see Section 5.3),
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TABLE 4
Experiments With 14 Workload Traces Using
the AQA Policy

Trace Cost Cost Reduction
W1 $0.58 30%
W2 $0.57 37%
W3 $0.68 29%
W4 $0.58 31%
W5 $0.34 56%
Wé6 $0.64 34%
W7 $0.58 33%
W8 $0.56 29%
W9 $0.58 37%
W10 $0.58 34%
W11 $0.46 46%
W12 $0.46 38%
W13 $0.71 31%
W14 $0.64 33%

whereas the Tracking-only policy and the Energy-
QARE policy violate either the QoS constraints or
the tracking constraint.

In summary, our experiments with the 14 workloads
prove that our proposed AQA policy outperforms Energy-
QARE and Tracking-only as AQA meets QoS and tracking
constraints in all tested workloads while EnergyQARE and
Tracking-only cannot. The results also prove that Tracking-
only is the worst among the three policies at meeting QoS
objectives as Tracking-only can only meet the QoS con-
straints for 1 out of 14 workloads. Although Tracking-only
policy performs well at tracking the regulation signal, it sac-
rifices QoS too much.

Table 4 summarizes the cost and cost reduction of AQA
policy in these experiments. Here, the cost with demand
response participation is calculated following Eq. (4), and
the cost without demand response participation is esti-
mated as IT”P x 1h. The cost reduction is calculated by
comparing the costs with and without demand response
participation. Our experiment results show that AQA policy
reduces the electricity cost by 29-56 percent.

The single-server workload mix, W2, performs well in all
evaluated policies. This matches the results of the evalua-
tions in the prior works that proposed the EnergyQARE
and the Tracking-only policies [4], [5]. Intuitively, single-
server jobs are much better than multi-server jobs in regula-
tion service participation because single-server jobs are
easier for scheduling while larger jobs need to wait until the
time when enough servers are available. In addition, even
though all three policies perform well in trace W2, AQA is
better than the other two as AQA achieves the lowest elec-
tricity cost: $0.57, which is 7 percent (or 8 percent) lower
than the $0.61 (or $0.62) from Tracking-only (or
EnergyQARE).

It also deserves mentioning the result from workload
trace W13 as it is a good example demonstrating the benefits
of the adaptive optimization of weights in AQA policy. For
this workload trace, AQA can meet both tracking and QoS
constraints. EnergyQARE either fails to meet the tracking
error constraint or fails to meet the QoS constraints of some
applications even after we exhaustively experiment with all
valid pairs of P,R in simulation. Fig. 9a compares the
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Fig. 9. The cumulative distribution functions of QoS degradation when
running W13 with AQA or EnergyQARE.

cumulative distribution functions of the QoS degradation of
application ep.D.100 in AQA or EnergyQARE,’ and
Fig. 9b is for application mg.D. 8. These figures show that
the AQA policy enables both ep.D.100 and mg.D.8 to
meet their QoS constraints. On the other hand, using Ener-
gyQARE, ep.D.100 fails to meet its QoS constraint while
mg.D.8’s QoS is too good and even better than its QoS in
AQA policy.

A main reason behind this is that mg.D.8 runs on 1
server but ep.D.100 takes 4 server, somg.D. 8 is easier to
be scheduled due to its small size, resulting in its low QoS
degradation in EnergyQARE. However, the failure of ep.
D.100 to meet its QoS constraints in EnergyQARE proves
that we need a mechanism to give different priorities to
these two applications so that we can sacrifice the perfor-
mance of mg.D.8 to improve the performance of ep.
D.100. Therefore, the reason why AQA enables both appli-
cations to meet their constraints is the adaptive optimization
of weights. In fact, the gradient-descent-based optimization
in AQA results in a 38.8 percent weight for ep.D.100 and
a 4.2 percent weight formg.D. 8.

To verify that our policy can be applied to QoS constraint
values other than the specific Q.5 values shown in Table 2,
we also conduct simulations for 10 times with randomized
selection of Qs values within the range from 2 to 7.9. In
all cases, we find that our optimization method is able to
find weights and bidding parameters that guarantee all jobs
to meet their QoS constraints while participating in demand
response.

5.3 AQA With Standby Jobs

As discussed in Section 3.6, we suggest a standby job queue
to solve the potential problem caused by lack of submitted
jobs. In case that regular jobs are large in size, standby jobs
also help improve the power tracking performance if their
sizes are smaller.

In our experiments with workload trace W3 where each
regular job takes 4 to 8 servers (which is considered “large”
as they already occupy 11 to 22 percent of our cluster),
applying our AQA policy without standby jobs results in
violation of tracking error (see Fig. 10a) because large jobs
are much less flexible in scheduling. The average tracking
error here is 30.1 percent. On the other hand, with standby
jobs of one server in size, Fig. 10b shows better tracking per-
formance where the average tracking error is 14.7 percent.

9. In this figure, EnergyQARE runs with a best pair of P, R that has
the lowest QoS degradation while meeting tracking error constraint.
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(b) AQA policy with standby jobs.

Fig. 10. Experiments on a real 36-server cluster running workload trace W3 using our AQA policy.

The standby jobs will start whenever there are insufficient
jobs. As a result, AQA with standby jobs smooths the power
consumption curve and enables the power consumption to
match the target at ¢ = 2700, instead of leaving a 3000 W
gap att = 2700 in Fig. 10a due to the lack of waiting jobs.

5.4 AQA With Job Preemption

We evaluate job preemption in simulation using workload
trace W5, where applications have relatively long execution
time ranging from 122 s to 1022 s. Fig. 11 compares the
results of the AQA policy with or without job preemption.
The same P, R, and weights are used. The green regions in
Fig. 11b represent the time where a job is preempted to
reduce power and resumed later. As a result, the total

power consumption at ¢t = 400, t = 1400, t = 1800, etc. in job
preemption case is lower than the case without job preemp-
tion, enabling AQA with job preemption to achieve a lower
average tracking error of 6.2 percent, in comparison with
the 9.5 percent tracking error from AQA without job pre-
emption. Both cases in Fig. 11 meet the tracking error
constraint (according to their CDFs curves, not shown
here), so the real benefit of job preemption here is a slight
decrease of electricity cost from $0.31 to $0.30. However, if
using some workload traces that have application execution
time even longer than the ones in W5, we find that AQA
without job preemption may not be able to meet the track-
ing error constraint. In those cases, job preemption becomes
necessary.

’;‘ 12500 f;':\ P: 7759 Watt R: 5127 Watt Avg. tracki;gerror: 9.5% Cost: $0.31
< 10000 e\ T\ Py
3 7500 = AN A o/ 4 A= 7 \y/f
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; . A . . . . 0 . .
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(b) AQA policy with job preemption.

Fig. 11. Evaluating AQA policy with/without job preemption by simulation using workload trace W5.
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Fig. 12. Comparing results from workload W4 with either a medium or a
tight QoS constraint level.

5.5 Comparison of Different QoS Constraint Levels
To evaluate the impact of different QoS constraint levels on
our policy, we conduct simulations with a workload when
applications” QoS constraints are changed from tight to
loose. Starting from the QoS constraints shown in Table 2
column Qypes (We call them as in a “medium” QoS con-
straint level), we tighten the QoS constraints of the applica-
tions by decreasing the Qs of each application by half,
and we loosen the QoS constraints of the applications by
doubling the Qs of each application. These simulations
do not apply a standby job queue or job preemption. Fig. 12
compares the simulation results of workload W4 with either
a medium or a tight QoS constraint level. As we can see,
when the QoS constraint levels change from medium in
Fig. 12a to tight in Fig. 12b, both our AQA policy and the
EnergyQARE policy improve the QoS of this application,
and our policy enables the application to meet the QoS con-
straint while EnergyQARE policy does not. We only show
the QoS degradation curve of application is.D. 64 due to
the space limit, but the results for other applications have
similar behaviors as this one. Therefore, we conclude that
our AQA policy has the opportunity to meet either a loose
or a tight QoS constraint assuming there is a valid solution
that can be achieved by selecting the appropriate values for
the weights and bidding parameters.

5.6 Scalability to Large Data Centers

To evaluate the scalability of our policy when applied to
large data centers, we conduct simulation studies with a
data center composed of ten thousand servers. Fig. 13 shows
the simulation results of running a job-size-scaled version of
workload W1 for one hour. Here, the workload is composed
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of the same types of applications in Table 2 (W1) but the
number of nodes used by each application is scaled up by
100x (e.g., application is.D. 32 takes 300 nodes instead of 3
nodes), and the job arrival rates are also adjusted following
Eq. (30) to match an assumed 50 percent utilization level of
this large data center. As shown in Fig. 13, our policy works
well for a large data center with 10k-node and enables the
actual power to follow the target power closely. We also
check the QoS degradation of the applications, and they all
meet their QoS constraints. The electricity cost with demand
response participation in this experiment is $190.4 accord-
ing to Eq. (4). Without demand response participation, the
electricity cost for running these jobs can be estimated as
1”7 P x 1h = $253.8. Therefore, the cost reduction for this
experiment is 25 percent. If the data center has similar
power consumption and cost reduction throughout the
year, then it can save $555,822 (= 253.8 x 25% x 24 x 365)
per year by participation in demand response with our

policy.

6 RELATED WORK

The problem of improving efficiency for data centers has
received considerable attentions. According to a recent sur-
vey [23], several major HPC centers around the world are
employing or are exploring energy-aware resource manage-
ment strategies. It has been reported that these HPC centers
are integrating job schedulers with power grid information,
developing power-adaptive scheduling in SLURM, detect-
ing power-hungry applications at runtime, or building
power-capping infrastructures [23].

In recent years, there have been significant advances on
integrating data centers and HPC systems with power mar-
kets. To enable data centers to participate in power markets,
various power programs including peak shaving [13],
dynamic energy pricing [14], and emergency load reduc-
tion [15], [16] have been explored. Different kinds of policies
have been proposed for data centers to participate in fre-
quency control, regulation service, or operating reserves [4],
[5], [24], [25], [26], [27]. The impact of power limitation on
the performance of data centers is also important. Using a
model inspired by a real HPC system, Borghesi et al. [28]
showed that it is possible to apply frequency scaling to save
energy without penalizing users. Another recent trend is
exploring the coordination of multiple data centers together
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=)
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0
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Fig. 13. Evaluating AQA policy by simulating a 10k-node data center with a job-size-scaled version of W1 workload.
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in power markets. Some strategies are proposed to enable
multiple data centers to collaborate in power markets and
mitigate workload uncertainty [29], [30].

In conjunction with these efforts, there has been a growing
interest for data centers to participate in demand response.
Prior works have explored strategies for data centers to par-
ticipate in demand response by joint management of IT
workloads with cooling facilities [25], [31], [32], renewable
energy sources [33], [34], energy storage devices [34], [35], or
electric vehicles [36]. It has also been shown that without
renewable energy sources or energy storage devices, com-
puting servers are capable of adjusting power consumption
to meet the power target in demand response. Chen et al. [4]
developed a heuristic power regulation policy for data cen-
ters to participate in regulation service though job schedul-
ing, processor power capping, and server state transition.
Chen et al. [5] also designed a QoS-aware policy for data cen-
ters to meet regulation service requirement while consider-
ing jobs” QoS. The evaluation of data center integration with
power market is usually done in simulation. Recently, a few
works (including our previous work [9]) evaluated policies
on small-scale real systems [9], [37].

In addition to works from the perspective of data centers,
there are also works from the perspective of power markets.
Clausen et al. presented a qualitative study of service con-
tracts between electricity service providers and data centers
in the United States and Europe [38]. Novel incentive mech-
anisms have been proposed to motivate power grids and
data centers to participate in demand response [39], [40],
[41]. For geo-distributed colocation data centers, Sun et al.
proposed an online auction mechanism for emergency
demand response to motivate data centers to shuffle work-
load across multiple sites [42].

7 CONCLUSION

Data centers are large power consumers, but the flexibility
of job scheduling and the capability of server power cap-
ping enable them to regulate their total power consumption
at a short time-scale. The data centers’ capability to signifi-
cantly regulate their power renders them particularly good
candidates for demand response programs, especially the
regulation service where the participant needs to follow a
target power that changes every few seconds. Prior works
developed policies that enable data centers to participate in
regulation service but without providing assurances on the
QoS of computing jobs [4], [5]. To fill this gap, in this work,
we propose an Adaptive policy with QoS Assurance (AQA)
that provides service QoS guarantees based on queueing
theoretic results. We implemented and evaluated our policy
on a real cluster composed of 36 enterprise-level servers by
running a broad set of workload traces. We demonstrated
that our AQA policy meets both tracking error constraints
and job QoS constraints, outperforming two earlier policies
which cannot meet the constraints in some cases.

Potential future directions can focus on relaxing the
assumptions we use. First, because our policy assumes the
knowledge of the distributions of job arrival processes, it
will be interesting to explore what happens if the distribu-
tions deviate from the assumed models. If there are periodic
trends or other predictable features in job arrival patterns, a

predictor could be added to improve the performance in
that case. Second, since our policy assumes the knowledge
of jobs” expected execution time and power usage, it will be
useful if this need for accurate knowledge can be replaced
by some strategies that only need approximate knowledge.
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